
CALAMBA WATER DISTRICT 
Lakeview Subdivision, Ilalang, Calamba City 

Tel. Nec.: (049) 545-2863; 545-1614; 545-7895; 545-7981; 545-1389; 
Fax: (049) 545-9752 

SCOPE OF WORKS AND SPECIF1CA11ONS 

PROJECT :CONSTRUCTION OF 2 FLOOR (CAUBRATION BUILDING) AT BPS-UPPER 

LOcATION :BUCAL PUMPING STATION UPPER, CALAMBA, L.AGUNA 

DATE :June 22, 2022 

I. SCOPE OF WORKS 

The Scope of Work includes the furnishing of all labors, materials, equipment, and tools 

including supervision necessary to complete the Construction of 2N0  Floor Calibration Room. 

A. FORM WORKS 

Forms for exposed concrete structure shall be of steel or new plywood panels. All other 

forms shall be of steel panels, plywood or surfaced lumber. Exposed vertical corners of all 

concrete structures shall be given a 19mm (3/4in) chamfer. Forms shall not be removed 
until permission to do so has been received from the Engineer/Project In-Charge or until 

the concrete has obtained eighty percent (80%) of its 28-day strength. 

B. CONCRETING WORKS 

PREPARATION OF EQUIPMENT 

All the equipment for mixing and transporting concrete shall be clean. Debris shall be 

removed from spaces to be occupied by concrete. Forms shell be properly coated. 

Masonry filler units that will be in contact with concrete shall be well drenched. 

Reinforcement shall be thoroughly clean of deleterious coatings. All Iaitance and other 

unsound material shall be removed before additional concrete is placed against hardened 
concrete. 

PLACEMENT OF CONCRETE 

As concrete is placed in forms or in excavations, it shall be thoroughly settled and 

compacted throughout the entire depth of the layer which is being consolidated, into a 

dense homogeneous mass. Except in special case where their use is deemed impractical by 

the Engineer/Project In-Charge, the Contractor shall use high-speed internal vibrators of 

an approved immersion type. 

Ready Mix Concrete (RMC) must be used in pouring the beam and the suspended slab. The 

pouring of concrete for the suspended slab and beam shall be done monolithically. 

For other parts that needed to be poured by concrete, a concrete mixer shall be used 

provided that the concrete mix will fall on Class A concrete (1:2:4). 
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FINISH OF CONCRETE SURFACES 

AU finished or formed surfaces shall conform accurately to the shape, alignment, grades and 
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shall be free of fins, bulges, ridges, offsets, honeycombing, or roughness of any kind, and 
shall present a finished, smooth, continuous, hard surface. 

Except as otherwise provided herein, unformed top surfaces of concrete shall be brought to 

uniform surfaces and worked with suitable tools to a reasonably smooth wood-float finish. 

Excessive floating or surfaces while the concrete is plastic will not be permitted. Dusting of 

dry cement and sand on the concrete surface to absorb excess moisture will not be 

permitted. Floor slabs and exposed tops of walls and curbs shall be given a steel trowel 

finish. At the Contractor's option, the above-mentioned floor slabs may be finished with a 

power float after screeding. Subsequent to the aforementioned finish, all sloping surfaces 

of floor slabs shall be lightly broomed to provide a skid resistant surface. Unless otherwise 

shown, the edges of all exposed horizontal surfaces shall be finished with an edging tool to 
a radius of 13 mm (1/2-in). 

CURING 

All structural concrete shall be cured by being kept moistfor fourteen (14) days after placing, 

or at the option of the Contractor, may be cured by use of a curing compound approved by 

the Engineer/Project In-Charge. Encasement concrete and thrust blocks shall be covered 

with earth not prior to four (4) hours but not later than twenty-four (24) hours after placing. 

C.REBAR WORKS 

PLACING REINFORCEMENT 

All reinforcement shall be placed in accordance with the plans furnished by the 
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Contractor shall consult with the Engineer! Project In-Charge whose decision shall be final 

in such cases. All loose rust or scale, all adhering materials, and all oil or other materials 

which tend to destroy bond between the concrete and the reinforcement shall be removed 

before placing the steel and before concreting begins. Metal reinforcement shall be 

accurately placed and adequately secured by using annealed iron wire ties or suitable clips 

at intersections and shall be supported by concrete or metal supports, spacers or metal 

hangers. All bars shall be bent cold. Reinforcement steel shall not be straightened or re-

bent in a manner that will injure the material. Bars with kinks or bends not shown on the 

drawings shall not be used. Heating of the reinforcement will be permitted only when 

approved by the Engineer/Project In-charge. 

OFFSETS AND SPLICES IN REINFORCEMENT 

In slabs, beams, and girders, splices of reinforcement at points of maximum stress shall be 
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bars by bonding shear or by the butt welding to develop in tension at least 125 percent of 

the specified yield strength of the reinforcing bar. Splices in adjacent bars shall be generally 

staggered. Where changes in the cross-section of a column occur, the longitudinal bars shall 
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inclined portion of the bar with the axis of the column shall not be more than one in six and 

in the case of tied columns, the ties shall be spaced not over 75 mm (3-in) on centers for a 

distance of one foot below the actual point offset unless otherwise shown on the drawings. 

D. MASONRY WORKS 

LAYING CONCRETE HOLLOW BLOCKS 

Erect Concrete Hollow Block units to plumb and true to alignment with acceptable 

tolerance. Concrete Hollow Blocks inside surfaces shall be filled with grout/mortar and shall 

encase fully the reinforcing steel. Mix proportion for grouting and setting bed shall be 1:4 

(cement:sand), maximum proportion. The vertical reinforcement shall be limited to 

maximum spacing of 800mm on center while horizontal reinforcement is every 3 layers of 

CHB height. Damaged unit masonry shall not be used. 

CEMENT PLASTERING 

Surfaces to receive plaster shall be clean and free from defects. Plaster shall be straight and 

plumb in horizontal and vertical direction if needed. Corners and interior angles shall be 

square which arises slightly rounded. Thickness of plaster, based to the finished plaster 

surfaces, shall not be less than 20mm. 

E. PAINTING WORKS 

All painting activities shall be in accordance to standards. Colors shall be coordinated to 
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enamel for wood and epoxy paint for steel. Apply patching compound and glazing putty to 

all uneven surfaces of concrete and wood respectively. Surfaces to be applied shall be 

approved by the Engineer/Project In-charge prior to application of first coating and final 

coating. Provide barricades or signage to protect wet paints. Follow manufacturer's 

specifications. 

All painting and finishing shall be performed by skilled craftsmen. Each coat of paint shall be 

applied at proper consistency, evenly, and free of laps, sags, and runs and cut sharply to 

required lines. Except as otherwise specified or required, paint shall be applied only under 

dry and dust-free conditions that will ensure properly finished surfaces, free of defects and 

blemishes. Paint shall not be applied when temperature is likely to be above 32°C (90°F). 

Sufficient time shall be allowed between coats to ensure proper drying. All primer and 

intermediate coats shall be unscarred and completely integral at time of application of each 

succeeding coat. The Engineer/Project In-charge shall be notified when each coat has been 

applied and is ready for inspection. Until each coat is inspected and approved by 

Engineer/Project In-charge, no succeeding coats shall be done. 



F. CEILING WORKS 

The work consist of furnishing all materials, equipment, tools, labor and other facilities and 
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the drawing. 

G. TILE WORKS 

All surfaces to receive tiles shall be free from loose plaster. Contractor to present a sample 
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installation. All corners shall be 90° prior to installation of tiles. Provide 1% slope of floor tile 

going to floor drain. Use necessary equipment to cut the tiles evenly. Any changes of 

installation to suit field condition shall be approved by the Engineer/Project In-charge. 

H. ELETC.L WOS 

The work consist of furnishing all materials, equipment, tools, labor and all other services 

necessary to complete and make ready for operation the Electrical Power described below 

and or indicated in the electrical plan and specifications in accordance with the latest edition 
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and the requirements of the local power company. 

The low voltage cables are THHN insulated, stranded and copper conductor. All ground wire 
shall be insulated grounds. 
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of installation as per PEC. 

Size of grounding wire will be based on PEC table 3.10.1.16. 

All materials to be used shall be brand new and approved types for purpose and location. 

Mounting height shall be as follows: 

• Convenience outlet shall be 300mm from the finish floor line to the center of the 
device 

• Wall switches shall be 1200mm from the finish floor line to the center of the device 
• Panel board - centrally located between the ceiling line and floor finish line 

Wiring methods shall be as follows: 

• Poly vinyl chloride (PVC) or unplasticised poly vinyl chloride (uPVC) 
- used when 
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deep from earth grade. 

• Rigid Steel Conduit (RSC) 
- used in exposed/wet location and can be laid 

underground within 20mm deep from earth grade. 
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connection. If metal conduit is used an insulated bushing shall be provided at the end of the 



metal conduit on the inside of the junction box or pull box to prevent scuffing of the cable 
nsulatjon. 
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Engineer. 

I. MECHANICAL WORKS 

Air Conditioning Unit — All Air Conditioning Units shall be installed complete with accessories 
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prior to delivery and installation. All ACU shall have good quality according to standards. 

Installation shall conform to specifications. 

J. PLUMBING WORKS 

Fixtures — All fixtures shall be installed complete with accessories, such as fittings, angle 

valve, shut-off valve and supply pipe assembly, p-traps flange and others to make it 

functional. All fixtures shall be coordinated and approved by the owner prior to delivery and 

installation. All fixtures shall have good quality according to standards. Installation shall 
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MATERIAL SPECIFICATIONS 

Concrete Hollow Blocks. Size of concrete hollow blocks shall be 12.50cm (5") x 20cm x 40cm 

and 10(4") x 20cm x 40cm, no deforms and dried as delivered. 

Portland Cement. Cement shall conform to the Standard Specifications for Ready Mixed 

Concrete, ASTM C-94 or on the Specification for Portland Cement, ASTM C 150 or PNS 07. 

An air-entrairuing admixture, conforming to ASTM C-260 shall be added to Type I, Type II or 
Type Ill Portland cement. Mixture shall be 1:3:6 

or as suggested by the Engineer depending 
on type of cement. Use 40kg bag of cement. 

Aggregates. All aggregates used for concreting shall conform to ASTM C 33 or PNS 18 and 

shall be checked daily for any variances in moisture current. Said variances shall be 

corrected and/or taken into consideration for each batch. 

Coarse Aggregates. Shall be uniformly and evenly graded for each application in 

accordance to A.C.I. standard 318. Unless otherwise approved, aggregate shall be sound, 

crushed, angular granitic stone. Smooth or rounded stone (river rock) shall not be 
acceptable. 

Fine Aggregates. Shall consist of natural sand, manufactured sand or a combination 
thereof. 

Metal Reinforcement. Reinforcing bars may be galvanized or epoxy coated in accordance 
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ASTM A 767 or Specification for Epoxy-Coated Reinforcing Steel Bars ASTM A 775. Use 

minimum fy = 227 MPA (grade 33). 



Metal Reinforcement 
Reinforcing bars may be galvanized or epoxy coated in accordance 

with Specification for Zinc-Coated (Galvanized) Steel Bars for Concrete Reinforcement 

ASTM A 767 or Specification for Epoxy-Coated Reinforcing Steel Bars ASTM A 775. Use 
minimum fy = 227 MPA (grade 33). 

Formworks. 
Use phenolic board with dimension 4' x 8' x 1/2", dried as delivered. Use coco 

lumber size 2" x 2" x 12' and 2" x 4" x 12' free from deformation and pests that could 
destroy its quality. 

Doors and Windows. Please refer to the drawing. 

Ceiling. Use 3/4" x 1.2mx2.4m Gypsum Board Ceiling Board and SOmmx20mm Metal 
Furring 

files. Use ceramic tiles. Contractor to submit at least 3 samples for approval. 

* For Second Floor, use 60x60cm 

* For Comfort Rooms, use 60x60cm non-skid tiles 

Painting Works. 

Concrete: Latex paint (semi-gloss) for concrete wall. 
Wood: Flat wall enamel 

Steel: Epoxy primer with epoxy paint gray top coat 
Water proofing: Elastomeric or equivalent 

Air.Conditioning Unit. 

For 3 HP — Casette type Air Conditioning Unit (Brand: Carrier) 

Lavatory. 

Countertop: Pozzi brand or equivalent (color : White) 
Pedestal: Pozzi brand or equivalent (color : White) 

Water Closet. 

Pozzi or equivalent (color: White) 

Shower. 

Pelise by Mitsushj brand or equivalent. (Color : Silver or Matte Black) 

Modular Office Partitions 

- Laminated with Glass aluminum, 5cm Thickness, 4 cubicle connected 
Office Chair: Mesh, Chrome Base (Color: Black) 

Mobile Pedestal Cabinet: 40w x 56d x 65h cm, modular. 

Note: Modular Office Partition must be the same or equivalent with the office 
partitions used in CWD Main Building. 
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Prepared by: 
Checked by: 

En:r. hnCaro '.Alibutod 

Sr. Engineer A 

 

Engr. Renante A. Capitle 

Principal Engineer C 
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Recommending Approval: Approv- d by: 

Engr. Jqelip A. Gillera
r. Exe. el A. Aguilar Jr. 

TechniceIrvjces Department Manager neral Manager 
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